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PREFACE

Th: anticipated use ofclxm ical, biological, am radiological (CBR) weapons against Navy ships bas reinforced
the need to provide better defensive measures to protect personnel and vital ship spaces from toxic chemical
and biological agents and radioactive fallout. The Navy Shipboard Collective Protection System (CPS)
provides CBR protection to designated shipboard zones. This manual provides instructions for the use and
ma~ of~ CBR filter system used in d1e CPS. The CBR filter system is ~ of several clements d1at
comprise the CPS; for a more detailed account of actual CPS operations, refer to the system description,
operation aIxi maintenance manual, SS200-AF-MMM-o 10.

The equipment described in this manual was developed and tested by the Naval Surface Warfare Center
Dahlgren Division (NSWCDD) and approved by the Naval Sea. Systems CommaOO (NA VSEA).

Ships, 1Jaining activities, supply pomts, ~, Naval S~ aIxl Supervisors of Shipbuilding are requested
to arrange for the maximum practical use and evaluation of NA VSEA technical manuals. All errors,
omissm, discrepancies, and suggestions for improv~t to NA VSEA technical manuals shall be reported
to tOO Coounanding Officer, Naval Ship Weapon Systems Engineering Station (NSWSES) (Code SHOO), Port
Huenerne, CA 93043-5007 on NA VSEA Technical Manual Deficieocy/Evaluation RqJOrt, NA VSEA Fonn
9086/ 1 O. All feedback comments shall be thoroughly investigated and originators will be advised of action
resulting tl-defiOIL Three ~a ofNA VSEA FOIm 9086/10 3R included at the end of each separately bound
technical manual 8-1/2 x II inches or larger. Copa ofNAVSEAFonn 9086/10 maybe requisitioned from
the Naval Publications and Fonns Center (NPFC), Pbi1ade1pbia, PA 19120-5099.

i/(ii blank)





SS20D-AG-MMM-Q10

TABLE OF CONTENTS

Chapter/Paragraph Page Chapt~,./Paragraph

2-4 OPERA TOR. MAINTE-

NANCE. ...
. 1-1
. 1-1
. 1-1
. 1-1
. 1-1
. 1-3

3
3-1

FUN CTI ON AL D ESCRJPn ON

3-1 INTRODUCTION. . . . . . .
3-2 OVERAlL FUNCllONAL

DESCRIP110N 3-3 FUNCTIONAL

DESCRIP110N OF
SUBASSEMBLIES 3-3.1 CBRFiltcn 3-3.1.1 CBRFllterSet 3-3.1.2 Prefilter

3-3.2 Housing 3-3.3 Casing

3-1

1-3
1-3
1-3

3-1
3-1
3-1
3-1
3-1
3-1

1-3
1-3
1-3

4
1-6 4-1

1-6

1-6

1-6

4-1
4-1

GENERAL INFORMA110N AND SAFETY
PRECAUTIONS

1-1 SAFF:rYPRECAUrIONS 1-2 INTRODUCI'lON . . . . . . . . . . . . .

1-3 EQUIPMENr DESCRIPTION. . .
1-3.1 CBRFilters 1-3.1.1 CBRFilterSet 1-3.1.1.1 Replacing CBRFilter Sets . . . . . . .

1-3.1.1.2 Replacing CBR-Contaminated

Filter Sets 1-3.1.2 Prefilter 1-3.1.2.1 ReplacingPrefilters 1-3.1.2.2 Replacing CBR-Contaminated

Prefilters .

1-3.1.2.3 SparePrefilters "".."'.."'.

1-3.2 Housing 1~ SUPPOR11NG. .." COMPONENrS 1 ~.1 CBR Filter DifferentialPressure

Gauge. . . . . . . . . . . . . . . . . . .

1~.2 SupplyFan 1-5 REFERENCED AT A 1-6 EQUIPMENf AND ACCES-

SORIES SUPPLIED . . . . . . . ,

1-7 REFERENCEPUBLICA110NS ..

SCHEDULED MAINrEN AN CE

4-1 INTR.ODUcrION . . . . . . . . .
4-2 ORGANIZAnONAL-LEVEL

SCHEDULED MAINfE-

NANCE ...

4-2.1 Replacing Prefi1tcrs 4-2.2 Replacing CBR-Contami-

Dated Prefilters . . . . . . . . . .

4-3 INTERMEDIATE-LEVEL

SCHEDULED MAINfE-

NANCE ...

4-3.1 CBR Filter System CbangC-

Out . . . . . . . . . . . . . . . . . . .

4-3.1.1 Uncontaminatedvs. Contami-

natedFilters... 4-3.1.2 Tools, Parts, Materials, Test

Equipment 4-3.1.3 Perfonn Preliminary System

~on 4-3.1.4 Filters. . . . . . . . . . . . . . . . . .

4-3.1.4.1 Access and Decontaminate

InletPlenum 4-3.1.4.2 Remove Prefilters . . . . . . . . . .

4-3.1.4.3 RemovcHEPA Cover 4.3.1.4.4 Remove HEPA Cover

O-Ring Gasket " '

4.3.1.4.5 Remove Gas Cover. . . . . ... .

4-3.1.4.6 Remove Gas Cover

O-Ring Gasket . . . . . . . . . .

1-6

1-6

4-1

4-1
2-1

4-2
2-1
2-1
2-1
2-1
2-1

4-2

4-2

4-2
4-32-

4-3
4-3
4-3

%-,

2-1
2-1
2-2

4-3
4-3

4-S

jij



SS20Q-AG-MMM-O10

TABLE OF CONTENTS (Continued)

ChapterlParagraphPageChapter/Paragraph

4-5
4-5

5-1

4-6
4-6 6-1

6-1. 4-6
.4-6
. 4-6

4-7
. 6-1
.6-1
. 6-1
. 6-2

4-7
4-8
4-8
4-8
4-8
4-9
4-9
4-9
4-9
4-9

6-2
6-2
6-2

S-2 ORGANIZATIONAL-LEVEL
TROUBLESHOOTING
PROCEDURES 6 CORRECrIVE MAINTENANCE

6-1 INI'RODUcnON . . . . . . . . .

6-2 REPLACE GAS COVER
STUDS 6-3 REPLACE mGH EFFI-

CIENCY P ARTICULATE
ARRESTING (HEP A)
COVER STUDS 6-4 CORRECf BLOCKED

AIRFLOW.. 6-4.1 lnletPlenwn 6-4.2 OutletPlenwn ,

6-5 INSPECf PREFll.. TER ...
6-S.1 Tools, PaIts, Materials, Test

Eqwpment 6-5.2 Remove Preiilter(s) 6-S.3 Install New Preiilter(s) 6-5.4 Submit Work Request to

Intermediate Mainte-
nance Activity (IMA) . . . .

6-6 CHANGE OUT CBR
Fll. TER SYSTEM. . . . . .

6-3

6-3

4-13
1

4-3.1.4.7 RemoveOldFilters ,

4-3.1.4.8 Install New Filters. . . . . . . . ,

4-3.1.4.9 Install New Gas Cover

O-Ring Gasket .
4-3 .1.4.10 Install Gas Cover . . . . . . . . .

4-3.1.4.11 Install NewHEPA Cover

O-Ring Gasket 4-3.1.4.12 Install HEPA Cover. . . . . . .

4-3.1.4.13 Install Cover Nuts 4-3.1.5 Prepare and Apply Differ-

ential Pressure Gauge

Face Sticker 4-3.2 CBR Filter System

Inspection and Testing. . . . .

4-3.2.1 Visual Inspection. . . . . . . . .

4-3.2.2 Aerosol Leak Testing. . . . . .

4-3.2.2.1 Equipment and Supplies. . .

4-3.2.2.2 Test Equipment Setup 4-3.2.2.3 Aerosol Leak Test Procedure

4.3.2.2.4 Analysis of Results 4-3.2.3 Correct Aerosol Leak . . . . . .

4-3.2.3.1 Bank Failure. . . . . . . . . . . .

4-3.2.3.2 Individual Failure. . . . . . . .

4-3.3 Remove, Reinstall. and

Align Center Support

Tube(CS1) 4-3.3.1 Tools. Parts. Materials.

Test Equipment. . . . . . . ,

4-3.3.2 Remove CST. . . . . . . . . . .

4-3.3.3 Reinstall CST. . . . . . . . . .

4-3.3.4 Align CST. . . . . . . . .. . . .

7-1

7-1

7-1
7-1

TROUBLESHOOTING
5-1 INTRODUcnON

PARTS UST
7-1 INTRODUcrION ,.
7-2 LIST OF MAJOR

COMPONENTS. . . . . .
7-3 UST OF MANU-

FACTURERS .
7-4 PARTSUST 7-5 QUANTlTIESlHOUSING

REVISIONS. . . . . . . .

5
5-1

1-2

ABBREVIA nONS AND

ACRONYMS

APPENDIX
A-I

iv

,..4-13
...4-13

. .. 4-13

... 4-13



SS20G-AG-MMM-O10

LIST OF ILLUSTRATIONS

Fip" PageFigure Page

l-~

1-1
1-3
1-4

3-2
4-4

4-10
4-11
4-12

CBR Filter System and Supporting
Components as Elements of CPS . . 1-0

CBRFilters 1-2
CBR Prefilters (AltemateArrangement) 1-4
Recommended Casing Assembly

Configurations. . . . . . . . . . . - . . . 1-5
Fllter Change-Out Tool Kit

(NA VSEA Owg No 6263472) . . . . 1-7
CBR Filter Differential ~

Gauge F~ (NA VSEA Owg
No6573294-3) 2-2

1-5

2-1
7.3

3-1 Airflow Through CBR Filters (Shown
with NA VSA Dwg. No DL6263417,
Rev C, with Center Support Tube
aDd Prefilter(s) Removed) 4-1 Filter Cbange-Out Teams. . . . . . . . .

4-2 Typical Aerosol Generator Setup ...

4-3 Typical Aerosol Det~r Setup . . . . .

4-4 Aerosol Leak Test Data Sheet . . . . . .

7-1 CBR Filter System. Revision C and

Later . . . . . . . . . . . . . . . .

7-2 CBR Filter System. Revision D and

Earlier. . . . . . . . . . . . . . . . . . . . . . 7-S

LIST OF TABLES

Table Page Table Page

4-3
4-81-1

1-2 5-1
1-6
1-6
1-8

S-I
7-1
7-1

1-3
1-4
4-1

Comparison of System

Confi~tions CBR Filter System Equipment

~iliti~ .

Equipment and Accessories Supplied

Reference Publications. . . . . . . . . . .

Organizational-Level Scheduled

Maintenance Actions. . . . . . . . .

Intermediate-Level Scheduled

Maintenance Actions. . . . . . . . .

7-1
7-2
7-3

4-1 7-2
4-2 7-4

7-44-2

Aerosol Leak Test Equipment and

Supplies Trouble Analysis Chart for Navy

CBR Filter System. . . . . . . . .
List of Major Components. . . . . .
List of Manufacturers. . . . . . . . .
Parts List. Revision C and Earlier

Systems """""""'"

Parts List. Revision D and Later

Systems Quantities of CBR Filters and

Prefilters & Housing
Revision per Ship Class. . . . .

7-5

7-6

v/(vi blank)





55200-AG-MMM-G10

SAFETY SUMMARY

The fol1owing m general safety prtCautions that m not related to any SIX:cific prtx:edures and therefore do not appear elsewhere
in this publication. These are recommended precautions that personnel must understand and apply during many phases of
operation and maintenance.

KEEP AWAY FROM Lm CIRl:urJ~

Operating personnel must at all times observe all safety ~gulations. Do not replace components or make adjustments inside
the QlUipment with the high voltage supply bJmed on. UIKier certain ooOOitiom, dangerous potentials may exist when the power
control is in the off position, due to charges retained by capacitors. To avoid casualties, always remove power and discharge
and ground a circuit before touching it.

DO NOT SERVICE OR ADJUST ALONE

Under no circumstances should any person reach into or enter the enclosure for the purpose of servicing or adjusting the
equipment except in the presence of someone who is capable of rendering aid.

RESUSCITATION

PerSlnnel working with or near high voltages should be familiar \\Oith modern methods of resuscitation. Such infonnation may
be obtained from the Bureau of Medicine and Surgery.

The following warnings and cautions appear in the text in this volume, and are repeated here for emphasis.

[::::~:~:]
Do not start the fan while the outlet plenum access is open. Perso~l
injwy may result. (page 2-2)

[::::~:~]
Ensure all tag-out procedures are in accordance with current shipboard
instructions. (pages 4-2 and 6-1)

I:::::::~I
Chemical protective gear must be worn during cbange-out after a CBR
attack. Use extreme caution to prevent any part of protective clothing
from being pUlM:tured or tom. Failure to do so could result in contami-
nation of personnel. (page 4-3)

vii
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To prevent personnel injwy or fan damage, do not open the outlet
plenum access while the supply fan is running. (Page 6-1)

If filters become contaminated by chemical, biological and radiological
(CBR) agents, a special mobile team will change out contaminated
prefilters and CBR filters. Shipboard personnel shall Dot change con-
taminated CBR filters or prdilters. (Page 6-2)

Do not start the fan while the supply fan damper is closed. Damage
to the fan may result (Page 2-2)

Failure to perform prescribed maintenance will result in greatly
decreased CBR filter life and damage to supply fans. (Page 2-2)

Do not allow the HEP A cover to cock or come off crooked. or the studs
may be bent or broken. (Page 4-3)

(~~~)
Do not allow the gas cover to cock or come oft' crooked. or the studs
may be bent or broken. (Page 4-5)

The gas filter weighs 3S lb. Do oot allow it to fall and strike the studs on
the filter housing. This may cause the studs to bend. (Page 4-5)

viii
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Use care when installing the O-ring gasket; do not tear or break the
outside surface. The gasket is a critical component of the filter system.
Improper installation will ~t in system failure. (Page 4-6)

Spinning the HEP A cover nuts more than two turns may damage the
HEPAfilter. (Page4-6)

The HEP A cover nuts are spring-loaded with an internal spring and
plunger. The plunger must be completely compressed to ensure proper
loCKling of the HEP A filter. The HEP A cover nuts may still feel loose.
Do not tighten past this point. or the HEP A filter may be damaged.
causing system failure. (Page 4-7)

(:~~~
To avoid a fire hazard. do not substitute a non-inert gas, such as
compressed air, for nitrogen. (page 4-9)

~'* the aerosol ~rator produces a thick cloud of white smoke. do
not turn the AEROSOL switch on with supply fan(s)off. (page 4-9)

Do not put filter closure covers on the filter housings while the fan is
nmning. Damage to the fan may result (page 6-1)

ix/(x blank)
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CHAPTER 1
GENERAL INFORMATION AND SAFETY PRECAUTIONS

prefilter, 200 cfm.1-1 SAFETY PRECAUTIONS.

Although the basic components are the same, filter
~ cmfigtuatioo may vary ~ ships. Basically,
the system may be one of two designs: NA VSEA
Dwg No DL62634I7, Revision C and earlier, or the
modified design, NA VSEA Dwg No DL62634I7 Revi-
sion D and later. In the original design, the CBR filter
sets are supported by a center support tube (CST) in the
filter l¥:KJSing. ~ housing itself is mounted in two bulk-
heads. In ~ RevisD1 D and later designs, the filter sets
are supported by rails around the outside of the filters in
the housing. The}n1sing imelf is mounted to a btd1chead
only in the front. The aft eIxl is supported by vertical
T -rails. Specific differences are listed in table 1-1. A
detailcxl description of each component is provided
below.

Perso~l involved with the use and maint~~ of the
Navy Shipboard Collective Protection System (CPS)
chemical, biological, and radiological (CBR) filter
systan must caDpiy with the safety precautions included
in this manual. The Safety SununaJY provides general
safety precautioos, as well as specific cautions contained
elsewhere in this manual.

INTRODUCTION.

This ~ manual covers operation and maintenance
of~ CBR filter system (figure 1-1) used with the Navy
Shipboard CPS. The information provided includes
physical and functional descriptions of the CBR filter
system. instructions for use, maintenance infonnation,
and a parts list identifying all repair parts.

1-3. 1 CaR Filters.
EQUIPMENT DESCRIPTION.

1-3.1.1 CaR Filter Set. The cylindrical CBR filter
set, which is packaged and changed out as a unit, con-
sists of a high efficiency particulate arresting (lIEP A)
filter IK:StOO inside a gas aihorber (figure 1-2). The same
filter set configuratioo is used with all system
configuIations. This fiher set configuration was selected
based on the rigid construction of the filters aid their
ability. to survive MIL-S-90 1 shock tests and
MIL-Sm-167 vibration tests when installed in filter
hoosing above arxl n¥:et. N a vyperfur malIce requirements.
Three filter sets are mounted inside each housing.

The CBR filter system is used in CPS total protectim
(TP) zones to remove solid, liquid, and gaseous CBR
contaminants from supply air. The system coosists of
one or more housing assemblies. each containing three
CBR filter sds ~ ~ bag plus flat. or three cylindrical
prefilters. RK)Unted in a casing assembly. The number of
housings ckpezxIs 00 the supply flow requirements of the
TP zone being protected. Each housing has a rated
airflow capacity of 600 cfm; each CBR filter set. 200
cfm. bag plus fiat prefilter. 600 cfm. and each cylindrical

Table 1-1. Com lions

NA VSEA Owg No DL6263417 NA VSEA Owl No DL6263417
Revision C and Earlier Revision D and LaterComponent

CBR Filters
CBR Filter Set

[ Flat Prefilter
Bag Prefilter

or
Cylindrical Prefilter

None
None
11.2S-in. outer diameter

None
None
12-in. outer diameter

11.3-in. outer diameter 12-in. outer diameter

Housing 8 gas cover nuts; uses stiffeners
inside housing for support and

alignment

16 gas cover nuts; uses center
support tube for support and
alignment

Casing Assembly Double bulkhead Single bulkhead with T -rails
(Double bulkhead optional)
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The HEP A filter is a two-stage, pleated-medium filter for
rmWJVjng solid and aerosol CBR cootaminants. It weighs
approximately 10 lb. Sealing is maintained by a gasket
on each end of the filter.

support tube (CS1). The bag prefilter is available in two
diameters, (NAVSEA Dwg No. 6892410-1) for use in
filter housings with a CST, aid (NA VSEA Dwg No.
6892410-4) without a CST. The cylindrical prefilter is
available in two diarneten, (NA VSEA Dwg No.
6573317-2) for use in filter housings with a CST, and
(NA VSEA Owg No. 6573317-1) withoot a CST.

The gas adsorber contains activated charcoal for
removing chemical warfare gases. It weighs approx.i-
rnatdy 35 lb. Sealing is maintained by a gasket on each
end of the filter 1-3.1.2.1 ReRlacing Prefilters. Prefilters require

periodic replacement by shipboard personnel as part of
routine maintenance. Procedures for determining when
prefilter replacement is required can be fowxl in
Collective Protection System SYSCOM MIP 5121
(Perfonn zone pressurization test). The period for
replacalX2Jt varies ~ 6 to 12 months in an open ocean
en~ to less than 2 months in a ship construction
yard environment. However, the prefilter life in a ship
constructioo yard enviromnent can be significantly
increased by adding and maintaining additional
temporary filtration measures to the exterior intakes
during any dockside period, in accordance with NSTM
S9086-RQ-STM-O10, Chapter 510, Section 510-
7.1.18.

There is one filter set available for use in the CPS filter
sysran. The filter set NSN 4240-01-369-6533 provides
p~on against all known agents for a period of 3 yr.
It should be noted that these filters still provide
significant protection after 3 yr, but they may not meet
new filter ~catioos. It should be noted, also, that the
3 yr is for the gas filter and the charcoal used therein.
aI¥:i that the HEP A filter is based on pressure drops and
not tinx:. If loading on the HEP A filter is premature, an
earl'a: d1aDge-out of the CBR filter set will be required.
The CBR filter set contains ASZM- TEDA charcoal and
is not considered HAZMA T .

1-3.1.1.1 ReRlacina CBR Filter Sets. Periodic
replacemt21t of CBR filter sets (3 yr) is performed by an
Intermediate Maintenance Activity (IMA). The IMA
also bas special equi~ to Ieak-test the newly installed
filters to certify readiness. Ships must schedule the IMA
to replace CBR filters and certify CBR filters according
to ~ date listed on the CBR filter differential pressure
gauges or as required.

Failure to maintain the prefilters as prescribed will result
in premature loading of the expensive CBR filter sets and
a possible fuilure of the supply fan bearings. If this hap-
pens, the ship will be required to procure all new CBR
filter sets before the previously scheduled replacement,
and undergo an extensive ship alteration to remove and
rq>1ace ttM: damaged supply fans. This will have a major
impact OIl readi~s and cost to the ship.

Prior to long-term deployments, ships should review d1e
CBR filter change date indicated on the CBR filter
gauges. If d1e replacement date occurs during the
deployment period, the ship should contact an IMA and
ensure the CBR filter replacement and leak testing is per-
fom1ed prior to the deployment. This action will greatly
ease logistics considerations while deployed.

1-3. 1.2.2 R~ciog CBR-Contaminated Prefifters.
Ship's personnel should never attempt to change
CBR-<:ontaminated prefilters. This job is performed by
a specially trained mobile team.

1-3.1.2.3 SRare PrefiIters. To ensure readiness,
ships should always carry enough spare prefilters to
perfonn a complete replacement (see Allowance Parts
List (APL) 480190067 for Revision C and earlier, aud
APL 489980622 for Revision D and later systems.) All
prefilters must be stored in a clean. dry area., preferably
inside die CPS zone. Some ships have specially
designated storerooms for these prefilters.

1-3.1.1.2 Reglacing CBR-Contaminated Filter
.S§.tI. Ship's personnel should never attempt to change
CBR-cootaminated filters; this job is perfonned by a
specially trained mobile team. Due to the design of the
CBR filters, CBR contaminants cannot pass through the
fi1tCIS, aD! there is no urgency for cl1anging contaminated
filters. CPS sInlld be operated in its normal mode after
encountering CBR contamination. 1-3.2 Housing. 1lle housing provides an enclosure

to support the CBR filters. In Revision C and earlier
systom, tlx: tnlsing ilx:ludes a CST. In Revision D and
later systems, stiffeners run lengthwise inside the
housing. In all systems, the housing is secured to the
casing.

1-3.1.2 Prefilter. Either one bag plus one flat pre-
filter or three cylindrical prefilters (figure 1-3) are
installed inside each CBR filter housing. The flat
prefilter (NA VSEA Dwg No. 6892409-3) is available for
use in filter housings both with and without a center

1-3
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OR

FiRlin l-.). CBR ~jilte,.s (Alternate Arrangement)
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HEP A and gas covers are secured to the front of the
housing to ~ d1e filter elenalts. In Revision C and
earlier designs, the IIEP A cover is secured with 8 nuts
and dx: gas cover with 16 nuts. In Revision D and later
designs, ~ HEP A and gas covers are each secured with
eight nuts. In all Revisions, one prefilter retainer strip
holds the bag plus flat prefilter in place. In Revision C
and earlier designs, the cyliMrical prefilter is held in
place with a prefi1ter retainer (NA VSEA Dwg No
6573684), aid RevisD1 D aid later with prefilter clamps
(NA VSEA Dwg No 6573312).

The casing is the structure to which the filter housings
are mounted. The actual configuration of the casing
depends on filter system design and capacity. In
Revision C and earlier designs, the casing assembly is a
double bulkhead structure. In Revision D and later
systons, the casing ca1Sists of a single forward bulkhead
with aft end T -rails and a mounting plate.

The capacity of the filter system affects the number of
housings required, which in turn affects the size and
shape of~ casing. Figure 1-3 shows the recommended
configurations for various system capacities.

In all systems, a filter housing closure cover with eight
cap screws aJxJ flat wasIas is stored in or near the clean
plmum area and is secured to the aft end of the housing
when a contaminated filter cbange-out is perfonned.

[Q]
&X)cfm 1200cfm 1800 cfm

0
0
0
0

0
0
0
0

2400 cfm

0
0
0

0
0
0

0
0
0

2400 cfm 48OOcfm

0
0
0

0
0
0

54OOcfm

~cfm

Figure 1-4. Recommended Casing Assembly Configurations
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1-6 EQUIPMENT AND ACCESSORIES SUP
PUED.

1-4 SUPPORTING COMPONENTS.

1-4.1 CBR Filter Differential Pressure Gauge.
A diffe~tial pressure gauge is mounted near the CBR
filter system (13, figure 1-1). This gauge measures pres-
sure drop across the filters, providing an indication of
airflow resistance. The gauge face has a sticker that
indicates the start of the red region to indicate
high-presSure drop and a date when the next CBR filter
rep1acC2nent is due. The start of the red region will vary
from gauge to gauge, depending on system design and
capacity .

Table 1-3 lists QlUipment and accessories furnished widt
the CBR filter system. Accessories proviOOd include a
filter cl1ange-out tool kit (NA VSEA Dwg No 6263472).
~ kit cootaim speciallycigrM:d tools to be used under
the IMA supervision for cl1anging out a CBR filter
system. It is usually located inside die inlet plenum of
the fan room (12, figure 1-1). Figure 1-5 identifies all
tools in d1e kit.

1-7 REFERENCE PUBLICATIONS.
1-4.2 SuRgl~ Fan. A high-pressure vaneaxial fan
(14, figure 1-1) is located downstream ofd1e CBR filter
systt2n. These high-pressure funs pull air through the fil-
ter ~ arxI supply it to the total protectioo (fP) moe
through ventilatioo ducts.

Table 1-4 provides a list of reference publications per-
taining to dx: CPS and its other components. Additional
infonnation related to the operation and maintenance of
dx: CPS CBR filter system may be found in the Ship In-
fonnation Book (Sffi), the ship's Heating, Ventilation,
and Air Conditioning System Technical Manual, the
Training Aid Booklet (TAB), the Damage Control (DC)
bcx*. aJKi p~, along with the booklet of general plans,
NWP 62-1 aOO NSTM Chapters 470, 070, 079, and
510.

1-5 REFERENCE DATA.

CBR filter system capabilities are described in table 1-2

Table 1-1. CBR Filt~r Svst~m Eouionrent Caoahilities

CapabilityEquipment

CBR Filter Set (HEPA and Gas) 200 cfm

Bag plus Flat Prefilter 6OOcfm

Cylindrical prefilter 200 cfm

CBR Filter Housing 6OOcfm

CBR Filter System 600 cfm minimum

Tabl« J -3. Eauiom«nt and Acce,f80,.ies Suoplied

Item Qty

CBR Filter Set 3/housing

Bag plus flat Prefilter l/housmg

Cylindrical Prefilter 3/housing

Housing Variable

Casing (/system

Filter Change-Out Tool Kit l/system
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Figure 1-5. Filter Change-Out Tool Kit (NA~ Dwg No 6263472)
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CHAPTER 2
OPERATION

2-1 INTRODUCTION. operation and maintenance

2-2.2.2 Humidistat. CPS use standard Navy
humidistats to control the humidity of incoming air.
~ b~ arxI controls are usually located in the
CPS inlet plenum. The humidistats should be set to
adivate at a relative humidity of 70%. Several different
types of humidistats may be used with CPS. The sm
sIn1Id be consulted to determine the type of humidistat.
as weU as specific information concerning operation and
maintenance.

The chemical, biological, and radiological (CBR) filter
system js part of the Navy Shipboard Collective Protec-
tion System (CPS), which provides filtered air to desig-
nated shipboard zora to protect against CBR contam-
ination. The CBR filter system contains high efficiency
particulate anesting (HEP A) filters for removing
particulates and aerosols, and gas filters filled with
activated charcoal for removing toxic gases.

As air continuously passes through the CBR filters,
HEP A ~ collect dust, gradually becoming so loaded
that airflow dtrough the system is reduced. Left uncor-
rected, ~ pressure may Irt be available, and vaneaxial
fan motors may be damaged by the lack of cooling air.
Therefore, the operator must ensure that CPS
mai~ is being routinely perfonned.

2-2.3 CaR Filter Differential Pressure Gauge.
The CBR filter differential pressure gauge is usually
mounted near the CPS supply fans (see figure 1-1). It
indicates the pressure drop across the CBR filters. The
gauge face has a sticker that specifies a red region to
indicate high-pressure drop and a date when the next
filter d1ange is due. 100 rOO region will vary from gauge
to gauge, depending on system design and capacity. An
example of a gauge is shown in figure 2 -1.

2-2 CONTROLS AND INDICATORS.

2-2.1 SUR~ FanContro ~. CPS supply fans are
controlled by standard Navy fan controllers. Several
different types of fan cootrollers may be used widl CPS.
The Ship fufolmatioo Book (Sill) should be consulted to
determine die type of fan controller, as well as specific
information concerning operation and maintenance.

2-2.4 Naw Standard ImDinaement Filter INSIE}
Differential Pressure Ga~ The NSIF differential
pressure gauge is usually mounted near the CPS supply
fan. It indicates the airflow resistance across the metal
impingement filters. A red mark on the gauge face
indicates high resistance.

2-2.2 Preheater Controls. CPS uses standard Navy
preheaters for treatment of incoming air for personnel
comfort purposes. The prelteater type may be steam or
electric. and is located in the air intakeJair lift. It is
controlled by a thermostat and in some cases also by a
humidistat. which are usually located in the CPS inlet
plenum. The SIB should be consulted for information
concerning the type of prdleater used. as well as details
regarding operation and maintenance.

2-2.5 CPS Alann Sn.1Im Pressure Gau~. The
CPS aJann system gauges indicate the true pressure in a
CPS zone. One gauge is located in Damage Control
Central (DC C). and one is at the zone sensor box
(usually located ios~ the ship near the exterior static air
probe). See NA VSEA Technical Manual SS200-
AH-MMM-O I 0 for more infonnatioo.

2-2.6 Zone Pressure Gauge. Zone pressure gauges
may be IocatOO lac airI<x:ks throughout the cps zone to
p~ a reference to zone pressurization These gauges
must not be used as true indicators of exact zone
pressure, because their reference ports do not negate the
effects of static pressure due to wind conditions.

2-2.2.1 Thermostat Standard Navy dlennostats are
used 10 antroI d1e temperature of the air being delivered
to ~ CBR filter systt2n. The thermostat should be set to
activate the prebeater at a temperature of 42 Of. The
SIB should be consulted to detennine the type of
thennostat, as well as specific infonnation concerning

2-
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OPERA riNG PROCEDU RES.2-3

'Ik CBR filter systf:m operates when the ventilation sys-
tem supply fan pulls air through the filters, providing
filtered air to shipboard zones.

Do oot start fan while supply fan damper
is closed. Damage to fan may result.

f. Energize supply fan.
g. If ~ sre T~cal Manual SS200-AF-

:MMM-OIO for troubleshooting procedures.

OPERATOR MAINTENANCE.2-4

The operator sIK>uld regularly ensure that all preventative
maintenance is up to date and has been perfonned in a

timely manner.

In normal operation, the outlet and inlet plenums must
bod1 be free from obsb'Uctions and ~ supply fan damper
open. To start up the system, proceed as follows:
a. Enter inlet plenum.
b. Ensure no loose material or flow obstructions block

airflow from uptake to filter housings.
c. Ensure nothing blocks airflow into filter housings.
d Close and dog ckX>r after all pe~ are out of inlet

plenum.e. Ensure supply fan damper, located downstream of

fan, is open.

Failure to perform prescribed maintenance will
result in greatly decreased CBR filter life and
damage to supply fans.

Do not start fan while outlet plenum ac-
cess is~. Personnel injury may result.

Figure 2-1. CBR Filter Differential Pressure Gauge Face

(NAJ/SEA DwgNo 6573294-3)
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CHAPTER 3
FUNCTIONAL DESCRIPTION

3-1 INTRODUCTION. 3-3.1 CBR Filters

This chapter descn"bes how the Navy Shipboard
CoIh:tive ~~ Systan (CPS) chemical, biological,
and radiological (CBR) filter system operates. It
provides an explanation of the overall function of the
filter system, as well as a functional description of its
major subassemblies.

3-3.1.1 caR Filter Set. The CBR filter set is d1e
main functjooal elenK:nt of the CBR filter system. It in-
cludes a high efficiency particulate arresting (HEP A) fil-
ter and a gas adsorber. Air flows radially through the
filters (figure 3-1), passing first through d1e HEP A filter,
where particulates and aerosols are removed, and then
through the gas adsorber, where activated charcoal
adsorbs chemical warfare gases.3-2 OVERALL FUNCTIONAL DESCRJPTION.

3-3.1.2 Prefilter. The one 600-cfrn bag plus flat
prefilter or d1r= cylilxhical prefilters are installed inside
the CBR filter set. They capture coarse particulates to
reduce loading on the CBR HEP A filter to greatly extend
CBR filter life.

In a CPS total protection (fP) zone, air passes dlrougb
the CBR filter system where solid, liquid, and gaseoos
CBR contaminants, as well as nonnal airborne
contaminants (e.g., dirt, dust, debris), are removed from
supply air. The filtered air is then directed to the
protected zone where it is used for ventilation and then
exhausted. 3-3.2 Housing. The housing is mounted to the

casing, to enclose and support the CBR filters. In
Revision C and earlier systems, a center tube provides
support. In Revisioo D and later systems, stiffeners run
lengthwise inside the housing to provioo support. The
HEP A and gas covers, secured by cover nuts, provide a
means for securing ~ CBR filter sets inside the housing.
O-ring gaskets for both the HEP A and gas covers msure
a sufficient seal. A fi1ter closure cover, used by specially
trained mobile teams, is secured to the aft end of each
housing during filter ciwlge-out after a CBR attack to
prevent contaminants from infiltrating protected areas.

The CBR filter system consists of one or more filter
housings, each containing three CBR filter sets and one
bag plus flat or three cylindrical prefilters, mounted to a
casing assembly. The number of housings is based on
the supply flow requirements of the TP zone being
pluocted. Each housing has a rated airflow capacity of
600 cfrn; each CBR filter set, 200 cftn; bag plus flat
prefilter, 600 cfm; and each cylindrical prefilter,
200 cfm.

3-3 FUNCTIONAL DESCRIPTION OF SUB-
ASSEMBLIES. 3-3.3 Casing. The casing provides a structure for

mounting the filter housings.

The major subassemblies of the CBR filter system are
the CBR filters. prefilter(s). housing. and casing.

3-1
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Figure 3-1. Airflow Through CBR Filters (Shown with NA VSEA Dwg. No DL6263417, Rev C,

with Center Support Tube and Prefilter(s) Removed)
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CHAPTER 4
SCHEDULED MAINTENANCE

4-1 INTRODUCTION. maintaining additional temporary filtration measures to
the exterior intakes, in accordance with NSTM
S9086-RQ-STM-OI0, Chapter 510, Section 510-
7.1.18.

This chapter KbJtifi~ all scheduled maintenance actions
for 1Ix: clanical, biological. aIxt radiological (CBR) filter
system used with the Navy Shipboard Collective
Protection System (CPS). CPS scheduled maintenance
includes both organi7:arionaJ and intennediate
maintenance; no depot-level maintenance is required.

Failure to maintain ~ prefilters as prescribed will result
in pmnature loading of~ expeIBive CBR filter sets and
a possible failure of the supply fan bearings. If this
happens. the ship will be required to procure all new
CBR filter sets before d1e previously ~ed
rq>1aca1Ynt, and undergo an extensive ship alteration to
rm1Ove and replace the damaged supply fans. 11ris will
have a major impact on readiness and cost to the ship.

4-2 ORGANIZA TlONAL-LEVEL SCHEDULED
MAINTENANCE.

O~~-level scheduled maintenance instructions
for d1e CBR filter system are furnished in the Plarmed
Maintenance System (PMS). Table 4-1 lists the
o~tiooal-level scheduled maintenance actions to be
performed. Intennediate-level maintenance is limited to
filter maintenance actions listed in table 4-2. These
actioos are also among those listed in Technical Manual
SS200-AF-MMM-O 10.

4-2.2 ReRlaclog CBR-Contaminated ~~.
Ship's personnel should never attempt to change
CBR~1inated prefilter(s). This job is performed by
a specially trained mobile team. Because the CBR
fiIter/prefilter system was designed to operate effectively
while contaminated, there is no urgency required for
CBR filter or prefilter replacement.

Calibration of alarm and CBR filter system differential
pressure gauges sIn11d be performed every 24 months in
accordance with NA VSEA OD4S84S, using approved
calibratioo procedures NA V AIR 1120, MP-16, MP-41,
or MP-I64.

4-3 INTERMEDIA TE-LEVEL
MAJNTENANCE.

SCHEDULED

Intennediate-level maintenance is limited to die filter
maintenance actions listed in table 4-2.

4-2.1 R~:m ~~ PrefiIters require periodic
replacenat by shipboard personnel as part of routine
mairmJ3DCe. Procedures for detennining when prefilter
replacement is required can be found in Collective
Protection System SYSCOM MIP 5121 (perform zone
pressurizatioo test). 1lr; ~ for replacement varies from
6 to 12 DUld1S in an open ocean mvironment to less than
2 months in a ship construction yard environment.
However, the prefilter life in a ship construction yard
envinxum1t can be significant1y increased by adding and

Periodic replacement of CBR filter sets (3 yr) is
performed by an Intermediate Maintenance Activity
(IMA). 11M: IMA also bas special equipment to leak-test
the newly installed filters to certify readiness. Ships
must St:'~jle dx: IMA to rq>1ace CBR filters and certify
CBR filters acoording to tIM: date listed on the CBR filter
differential pressure gauges. Ship's force personnel
replace CBR filters under supervision of IMA. IMA
then conducts leak testing to certify.

4-1
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Table 4-2. Intermediate-Level &heduled Maintenance Actions

inatm with CBR agents must be suited in chemical pro-
tective overgarments, boots, gloves, and masks as listed
in 4-3.1.2.d. Filters should only be removed after the

inlet plmum area has been ~ninated per paragraph
4-3.1.4.1. All further reference to contaminated filter
maintenance aOO use of protective clothing in this chapter
shall only apply to specially trained mobile teams.

Ship's personnel alone should never attempt to change
CBR-contaminated filters; this job is perfonned by a
specially trained mobile team. Due to the design of the
CBR filters, CBR contaminants cannot pass through the
filters, even after time; ~re, CPS should be operated
in its normal mode, even after encountering CBR

contamination.

Filter leak ~ must be c.:.xhlcted following replacement
of CBR filters to verify installation integri:tY. Leak
testing will identify systan deficiencies which, if present,
could allow contaminated air to bypass the CBR filters.

Before conducting leak tests, prefilter(s) should be
removed, as their presence will affect the results of

aerosol leak tests.

Filter systems that fail leak testing must be repaired and
retested. Filter systems generally fail because of
damaged or missing filter housing O-ring gaskets,
damaged filters, or loose/missing hardware.

The test procedures described herein involve testing all
the individual filter housings associated with one supply
fan as a system (bank test). The bank test reduces test
time and determines if there is a breach in the filter
casing plate (i.e., leaks through pressure gauge lines,
electric lines, etc.). Bank tests should only be performed
when the fan room configuration allows for the even
dispersement (xl0%) of the aerosol or gas. The flow
rate through each filter housing must be within xl 0% of
each other, as verified with an airflow meter. In
situations where a bank test indicates a leak is present,
individual housing tests should be performed as
necessary to identify and correct the leak.

4-3.1.2 IQQIs. Parts. Materials. Test Eauioment.

a. Materials
1. Tag. safety
2. Rags, wiping
3. Grease, silicon, Mll.,- T -22361

b. Parts
1. High efficiency particulate arresting (HEP A)

cover O-ring seal, NA VSEA Dwg No 6263430-.1

(one per housing)
2. Gas cover O-ring seal, NA VSEA Dwg

No 6263430-2 (one per housing)
3. CBR filter set, NSN 4240-01-369-6533
4. Cover, filter closure (See NA VSEA Dwg

No 65263428 for Rev C or earlier, or 6264245
for Rev D or later) (one per housing)

c. Tools
1. CBR filter change-out tool kit, NA VSEA Dwg

No 6263472
d. Miscellaneous

1. Overgarment, chemical protective, MK ill
2. Footwear covers, chemical protective
3. Gloves, chemical protective
4. Mask, protective, MCU-2/P or MK V
5.. Bags, plastic, large (two per filter set)

4-3.1.3 ferforrn PreliminarY System

Pregaration.

4-3.1 C§R Filter Svstem Chan~~ CBR filter
system change-out should be performed by ships force
with lMA overseeing to ensure proper installation and

testing.

Ensure all tag-out procedures are in
accordance with current shipboard
instructions.

4-3.1.1 Uncontaminated vs. Contaminated- Filters.
Personnel perfonning routine replacement of uncon-
taminated CBR filters may do so in regular work
clothing. Special mobile teams removing filters contarn-

De-energize supply fan(s) for system being serviced

and tag "Out of Service."
a.
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NOTE during change-out.

When replacing contaminated filters, enter
outlet filter plenum area aDd install filter
IKXJSing closure covers. Exit outlet plenum
area when all closure covers are installed
and close entrance doorway, sealing off
clean area.

4-3.1.4.3 RemoveHEPACover. HEPA~are
removed by the filter removal team.

b.

a. Loosen REP A cover nuts (smaller of two sets). To
ensure covers do not cock or ~ off crooked,
1oosen two opposite nuts two turns each, continuing
with adjacent nuts until all are loose.

b. Spin off and remove nuts.
c. p~ tip of flat-blade screwdriver behind lip on top

of HEP A cover and pry outward. Repeat for right.
bottom. and left side of cover.

Refer to figure 4-1 and assign penonnel to teams as
illustrated:
(1) P~itioo filter removal team inside inlet plmum.
(2) Position filter disposal team outside inlet

plenum.
(3) Position new filter installation team near inlet

plenum.

G~~)4-3. 1.4 Filters. Removal and disposal of old filters is
perfo~ by ~ filter n2OOval ~ disposal team. When
all filter sets have been removed and disposed of, the
filter mmva1 aIxl disposal team will exit the area and, if
D~~, proceed to the decontamination station by the
desi~~ 1OOte. Replacement of filters is performed by
the filter installation team. See paragraph 4-3.1.4.7. b.
for handling and disposal of CBR filters.

Do not allow the HEP A cover to
cock or come off crooked, or the
studs may be bQIt or brokm.

d. Place haOOs between studs, with fingers under HEP A
cover lip.
Pull cover straight off studs.c.

Chemical protective gear must be worn during
change-out after a CBR attack. Use extreme
cautioo to p~ any part of protective clothing
from being punctured or tom. Failure to do so
could result in contamination of personnel.

4-3.1.4.4 Remove HEPA Cover O-Rina Gasket..
HEP A cover O-ring gaskets are rmIOved by the filter
removal team.
a. After HEP A cover is removed, turn back of cover

toward second man.
b. Sa:ond man. place baOOs 6 to 8 in. apart on gasket,

then press down on gasket while pushing hands
together. Gasket will loop up.

c. Place thumb through loop. remove O-ring gasket.
d. Remove HEP A cover from plenum and relocate to

prevent damage during change-out.

4-3.1.4. 1 Access and DecOI~nW1ate Inlet Plenum.
Open inlet plotum access door to expose filter housings.
If filter clJange-out is be"mg accomplished as a result of
a CBR atta~-!c~ decontaminate inner surfaces of plenum
and door using a spot decon solution.

4-3.1.4.5 Remove Gas Cover. Gas covers are
removed by the fiher removal team.4-3.1.4.2 Remove Prefilters. Prefilters are removed

by the filter removal team.
a. Loosen gas cover nuts (larger of two sets). To

ensure covers do not cock or come off crooked,
lOOSQ1 two ~ite nuts two turns each. continuing
with adjacent nuts until all are loose.

b. Spin off and remove nuts.

a.

b.

Remove the prefilter clamps, retainer, or retainer

strip.
S~ prefi1tels fttXn boosings aIxt dispose of if old or
contaminated or, if troubleshooting procedures
detennine that filters have remaining service life,
rekx:ate ootsick: plmum in an area to prevent damage
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Figure 4-1. Filter Change-Out Teams
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Do not allow the gas cover to cock or
~ off crooked, or the studs may be
bent or broken.

Acceptance Facility in accordance with Defense
Dani~ Manual DoD 4160.21-M-l. Filters
cootaIninatOO with ch2nical agents shall be disposed
of in accordance with the applicable requirements of
NA VSEA T~~ Manual S9086- T8-STM-OOO,
Chapter 593, or at the Commander's instructions.

c. Repeat steps a. aIKI b. above for remaining filters in
hcx1s ings .

d. ~ 4-3.1.4.2 to 4.3.1.4.7c. for rern~
housings if required.

e. Exit area and, if necessary, proceed to decontam-
ination station.

c.

d
4-3.1.4.8 ~I ~ Fifters. New filters are unpack-
aged and installed by the filter installation team. New
filter sets are packaged in aluminum cans and sealed with
a band of epoxy. An opening tool is provided in the
cbangc-out toolkit to open new filter cans.

Place tip of screwdriver bd1ind lip on top of gas
cover aIMi pry outward. Repeat for right, bottom.
and left side of cover.
Grasp gas cover on opposite sides widl both hands
and pull gas cover straight off studs.
Remove gas cover from plenum and relocate to
prevent damage during change-out.

c.

4-3.1.4.6 . a

Remove Gas Cover O-Ring Gasket.

a.
b

a.Place hands outside two studs of filter housing.
Press 00wn on O-ring gasket and push hands
together. to fonn loop between studs.
Place thwnb through loop. grasp O-ring gasket. and
pull out from each stud.

c,
b

4-3.1.4.7 Remove (Jd Fillers. CBR filter sets can be
ImXJvM £ran housings by several means. The gas filter
may be gently pried outward using a screwdriver until
enough is ~ to be raoovM by band Alternatively,
the HEP A filter may be removed fim using extractor
tools in the filter change-out tool kit. Assemble die
extractor tool using arrow points; pierce the HEP A
end-cap, rotate 90° and pull the filter out. If filter
removal is difficult, troubleshoot in accordance with
Chapter 5.

Bring new filter containers to location near inlet
plenum. Check containers. If seal is broken or can
damaged. carefully impect filter for damage.
Discard if damaged.
Open container:
(1) Pull cable ends away from container.
(2) Assemble d1ree sections of filter container

opening tool.
(3) Place tool alongside can in vertical position and

lock cable loop on bolt in tool head.
(4) Twist opening tool so it rolls around filter

container. This pulls cable from groove and
wraps it around opening tool head.

NOTE

The direction of rotation depends upon
direction in which cable is wrapped.

Th: ~ filter weighs 35 lb. Do not allow it
to fall and strike the studs on the filter
housing. This may cause the studs to bend. c

Remove first filter set (HEP A and gas elements).
Place filters aIxI O-rings in plastic bags for disposal.
For routine filter cbange-outs conducted at the
intermediate level, filters shall be turned in to the
Public Works Center (PWC)/Hazardous Material

a.
b

(5) Lift off top of container when cable is
cc:mpletely removed. If container halves do not
separate. strike groove with rubber hanuner
from tool kit to break epoxy sealant.

(6) RenM>ve gas filter from container.
Lubricate filter gaskets with silicone lubricant as
follows:
(1) First filter in: Lubricate both sides of gasket.
(2) Second filter in: Lubricate one side of gasket~

install with lubricant facing inlet plenum.
(3) Last filter in: Do not lubricate.
Install gas filter into housing~ push it in flush withd.
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New fIEP A cover O-ring gaskets are installed by the
fiJter installation team.e.

f.

g a

b
h

housing lip.
Remove HEP A filter from container.
Lubricate REP A filter per step c. above.
ImtaIl HEP A fi1teI" u.o 1nISing; push it in flush with
gas filter, then push gas and HEP A together farther
into housing.
Repeat steps b. to g. above for remaining filter sets.

c.
d4-3.1.4.9 ~ t.,Ew Gas Cover O-Ring Gasket. It

is mandatory to install a new O-ring gasket during filter
change-<>ut, due to the permanent deformation of the
O-ring gasket. WtalJatioo is performed by the filter
installation team.

Th>mJghly clean HEP A cover sealing surfaces and
O-ring seal groove as described in 4-3.1.4.9a.
ReIOOve ~ HEP A cover O-ring from package and
lubricate with sili~ lubricant.
Install gasket in HEP A cover O-ring groove.
Inspect to ensure gasket fits into groove evenly
arowMi cover.

4-3.1.4.12 Install HEPA Cover. HEPA covers are
installed by the filter installation team.

Thoroughly clean housing lip widt rags and O-ring
seal groove 011 housing lip widt cleaning tool
equipped widt clean felt pad. Insert cleaning tool
into O-ring seal ~ 00 housing; wipe pad around
groove at least twice to ensure proper cleaning.
Remove new gas cover O-ring from package;
lubricate with silicone lubricant.

a a.

b.
c.
d

Grasp cover with both bands on opposite sides
between stud holes.
Align holes in HEPA cover with studs.
Slide HEPA cover over studs.
Push cover up against HEP A filters.

b
4-3.1.4.13 I"stan Cover Nuts. HEP A and gas cover
DUts are imtalled by the filter installation team.

a
b.

Apply grease to all studs.
Install HEP A cover nuts, except for two opposite
nuts, which hold prefilter retainer or clamps if
applicable.

Use care when installing d1e O-ring gasket~
do not tear or break the outside surface.
The gasket is a critical component of the fil-
ter systan. Improper installation will result
in system failure.

Spinning the HEPA cover nuts more than two
tums may damage the HEP A filter.

c

d

Install new O-ring gasket into groove around filter
housing.
Inspect installed gasket; ensure it is in proper
position on all sides. c,

d
4-3. 1.4. 10 Install Gas Cover. Gas cover installation
is performed by the filter installation team.

Spin HEPA cover nuts two turns.
Install gas cover nuts and spin up to cover; do not
tighten.
Tighten gas cover nuts using following procedure:c.

NOTE3.

b As the nuts get tighter, the number of turns will
be less. During final tightening, the nuts will
only be turned lIS-turn or less.

With clean rags, dlOroughly clean gas cover sealing
surfaces.
Install gas cover 00 housing, pressing up against gas
filter. Make certain cover is not cocked. It must be
straight and even on all sides in order to seat

properly.
NOTE

Do not install the gas cover nuts at this
point.

(1) Select ~ nuts directly opposite each oilier and
turn both clockwise two turns.

(2) Select ~ adjacent nuts aIki turn both clockwise
two turns.

(3) Repeat for remaining nuts, until all nuts are
hand tight.4-3.1.4.11 Instal New t-EPA Cover 0-Rj[]g Gasket.

4-6



SS20G-AG-MMM-o10

h

The HEP A cover nuts are spring-loaded
with an internal spring and plunger. The
plunger must be completely compressed to
ensure proper loading of die HEP A filter.
The HEP A cover nuts may still feel loose.
Do Id tighten past d1is point or HEP A filter
may be damaged. causing system failure.

1.

NOTE

Interference with center support tube may
cause HEP A ~ aIxi nuts to look properly
installed. With rubber hammer, strike
HEP A cover in several locations to assure
that HEP A cover is properly seated.

gasketed end installed first.
(b ) ~ prefiJter retaiJx:r or clamps and HEP A

cover nuts.
Filter lxxJSing change-out is now complete. Change
out remaining housings as applicable.
After filter change-out is complete:
( I) Remove rags, tools, and other materials from

inlet plenwn.
(2) Close inlet plenum.
(3) If filter housing closure covers are installed,

enter outlet plenwn area and remove closure
covers.

(4) Check for any airflow blockages; remove if
present.

(5) Exit outlet plenwn area; close entrance
doorway, sealing off area.

(6) Remove safety tags from supply fan
controllers and energize fans.

(7) Dispose of empty filter containers as directed
by Commanding Officer.

(8) Proceed, if necessary, to decontamination sta-
tion by designated route.f. Tighten HEP A cover nuts as described in step e.

above, but oo1y tighten until gap at base of nut is just
cl~ aI:Kl intemaI plunger is completely compressed
into nut.

4-3.1.5 PreQlr9 and ~Dift'e rential Pressure
GaugI Face Sticker. After CBR filter system
change-out is complete, a sticker must be filled out and
placed on the face of the CBR filter system differential
pressure gauge. The sticker (figure 2-1) has blanks that
must be filled in wid1: (1) a red region number indicating
prefilter PMS needs to be accomplished and (2) a date
specifying when CBR filters must be changed out and
leak~ by an IMA. The length of time between CBR
filter system IMA maintenance is 36 months.

NOTE

Do not. install prefilters at this time if
4-3.1.5 or 4-3.2 is to be perfonned inuned-
iately after complete change-out is
accomplished.

g.

a.

b

To detennine red region number:
(1) Ensure zone is pressurized to 2.0:r. .5 in. wg.
(2) Observe initial pressure drop.
(3) Add 2.5 in. wg to reading observed in (2)

above.
(4) Record red region value on sticker.
To determine IMA filter change-out and leak test
date:
(1) Add 36 months from date installed.
(2) Record future date on sticker.
Apply sticker to gauge facec

4-3.2 caR Filter S,ygmm ~ and T est81a.
After installing new CBR filters, the CBR filter system
must be tested to ensure that no bypass or leak paths
exist that woold allow unfilterai air to enter the protected
zone through the ventilation supply system.

Install prefilters in housing as follows:
(1) Bag plus flat prefilters:

(a) Roll flat prefilter into a tight roll, with
air-entl)' side OIl inside.

(b) Insert flat prefilter into bag prefilter and let
tight roll expand and coofonn to bag filter.

(c) Insert bag plus flat prefilter into housing
wid1 flat prefilter overlapping section at the
bottom.

(d) Using end of prefilter retainer strip, push
baclc edge ofbag prefilter up against back of
housing if needed.

(e) Grasp and roll prefilter retainer strip into
tight circle and place inside at front edge of
bag plus Oat prefilter. Release grasp, allow-
ing strip to snap snugly against prefilters
inside filter sets or center support tube.

(2) Cylindrical Prefilters:
(a) Install prefilters in housing with

4-7
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Filter leak tests should be performed immediately after
installing new CBR filters.

NOTE

tubing. Tubing securely attac~ to plenums.
Co Inlet plenum aIxi surrowxiing area free from

excessive dirt and debris.
d. Filter housing covers and cover knobs installed and

properly secured
After completing visual inspection. make necessary
repairs .

Filter system leak testing should be per-
fonned ooly by IMA personnel specif-
ically trained in the use of test
equipment and analysis of test results. 4-3.2.2 Aerosa leak T estiog. Aerosol leak testing is

conducted to ensure dJat HEP A filter gaskets aIxf die
HEP A cover O-ring seal are free from leaks. Aerosol
leak testing also identifies damage to the HEP A filters
themselves. Aerosol leak testing is performed by
galerating dioctylphtbalate (DOP) aerosol at the supply
intake aIxi sampling ~ ~centrations upstream and
downstream of the filter system. A leak percentage is
determined by comparing upstream and downstream
measurements.

Inspection and testing consists of a preliminary visual
inspection followed by aerosol testing. Aerosol leak
testing is ~~ by cbalIenging d1e filter system with
a test ~ am axnparing ~ concenb'ations upstream
and downstream of d1e filter system.

Before proceeding with the visual inspection. remove
prefilten (if installed) using the following p~res:

4-3.2.2. 1 Egyigmg!:Ji and SuRRrles. Equipment and
supplies ~~ry for aerosol leak testing are listed in
table 4-3. The test procedures in this document provide
a general overview of the test sequence, but are not
~ as a replacement for the step-by-step operating
instructions provided with the aerosol generator and
detmor. Refer to manufacturer's instructions for details
of setup and operation.

a.
b

Enter inlet plenum.
Starting at one side of filter bank, slide prefilters
from the filter housing(s) and store outside plenum.

4-3.2. 1 VISual Ins~on. A visual inspection of the
filter system must be perfonned before aerosol testing to
identify conditions that might allow for filter bypass.
Deficient conditions must be repaired to an acceptable
staIxIard before continuing. Inspect the following items:

4-3.2.2.2 Test Eguigment Setug. The following
procedures assume that the aerosol generator is fined
with DOP and that the aerosol detector is calibrated.
Refer to manufacturer's instructions for fill and
calibration procedures.

a.

b

Gasket between filter housing and inlet plenum
installoo and undarnagOO (check from inside inlet
plenum).
Filter pressure drop gauge securely attached to

Tabl, 4-3. A,rosol Leak T,n Emliome1lt and SuDolies

Item Number QtyReqd CageCodc Part or Spec No Description

58754 F-lOOO-DDF Aerosol Detector

2 TDA-SA Aerosol Generator

3 AR 20484 Nylon Tubing .2S OD x .12 m

4 AR 78604 PM401 Dioctylphthalate (OOP)

AR, Nitrogen. Compressed

4-8
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g. Stop aerosol injection by turning off AEROSOL switch
on generator.

Locate aerosol generator and nitrogen tank at
supply systeni intake as shown in figure 4-2.

a.

4-3.2.2.4 Analnis of Results. Analyze results from
aerosol leak testing using ~ following steps:

Calculate penetration using the formula:a.

To avoid a fire hazard, do not substitute a
non-iIx:rt gas, such as ccxnpressed air, for
nitrogen.

t. 100%0/0 Penetration = x

CIa

b Wid! nitrogen tank valve closed, attach nylon
tubing from tank to fitting OIl top of ~r.
Turn generator POWER switch on. READY
lamp will illuminate when generator is ready.

c.

where Cd is downstream concentration and c.. is upstream
concaltratioo. (Values of Cd and Cu must be multiplied by
their respective range settings to obtain comparable mea-
sures.)
b. If % p(2letratioo is less than maximum allowable of

.030/0, the filter system is considered to have passed leak
testing. If % P(2letration exceeds maximum allowable
penetration. correct aerosol leak per 4-3.2.3 and retest.

4-3.2.3 Correct Aerosol Leak. Filter housings
usually fail aerosol leak tests for two reasons: a damaged
HEPA filter or a damaged or missing HEPA or gas cover
O-ring gasket. Identify the failure as bank (4-3.2.3.1) or
individual (4-3.2.3.2), am proceed to the applicable one.

Because the aerosol generator produces a thick
cloud of white smoke, do not turn the
AEROSOL switch on wid1 supply fan(s) off.

d.

4-3.2.3.1 Bank Failure. When a bank failure occurs. it
is usually ~ lnISing dJat is daJnaged To find the individual
filter housing that is damaged. use the following procedures:

Locate aerosol detector ~ filter system and
co~ nylon tubing from detector to duct
sampling ports as shown in figure 4-3.
Turn detector POWER on and adj~st linearity
using ZERO and SPAN controls as described in
manufacturer's instructions.

c.

a.
b

4-3.2.2.3 Aerosol Leak Test Procedure.
Aerosol leak testing shall be performed using the
following procedures and instructions provided by
manufacturer of test equip~t. Record test results
on data sheet (figure 4-4).

c.

Take aerosol generator into inlet plenum.
Inj«t aenS>1 'mtaaround individual filter housings while
monitoring downstream.
Check to see if anything is detected downstream.
( 1) If housing is good. proceed to next filter housing.
(2) Ifhousing leaks, proceed to 4-3.2.3.2.
(3) If DO housing s=ms to leak, inject aerosol

into/around bulkhead penetrations.
(4) If no leaks are found, proceed to 4-3.2.3.2.a.

b
c.

4-3.2.3.2 Individual Failure.

a.
b

d

c

f.

Start aerosol injection by turning on AEROSOL
switch on generator.
Turn detector valve to UPSTREAM position.
If value is not between 80 and 1000/0, readjust
generator for higher output or readjust detector
SPAN. Read and record value.
Turn detector valve to CLEAR position aIM!
allow reading to stabilize. Readjust ZERO
setting if necessary but do not alter SPAN.
Turn detector valve to DOWNSTREAM
position and record value.
Return va1\Ie to UPSTREAM ~oo to confirm
upstream concmtration did not change.

Remove HEPA cover per 4-3.1.4.3.
Inspect HEP A O-ring gasket for damage or improper fit
Look carefully for visible indications that O-ring was
pinched when installed.
( 1) Rcoove damaged HEP A cover O-ring per 4-3.1.4.4

and replace per 4-3.1.4.11.
(2) !foo damage to o-ring is OOvious, continue widl step

c. below.
Remove gas cover per 4-3.1.4.5.c
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AEROSOL LEAK TEST DATA SHEET

SHIP DATE

OUTSIDE TEMPERATURE RELATIVE HUMIDITY

TEST PERFORMED BY

COMMENTS OR UNUSUAL OBSERVANCES

Figun 4-4. Aerosol Leak Test Data Sheet
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dd Proceed as follows:
(I) If CST must be mnoved in order to pry

loose stuck filters, proceed with step e.
below.

(2) If CST only requires alignment, align per
4-3.3.4.

Remove bolts on housing plate.

Wpect gas O-ring gasket for damage or improper
fit Look carefully for visible indications that
O-ring was pinched when installed.
(1) Remove damaged gas cover O-ring per

4-3.1.4..6 and replace per 4-3.1.4.9.
(2) If 00 damage to O-ring is obvious, continue

with step e. below.
If neither O-ring is daJnageci, check for a damaged
HEP A filter gasket or a small tear in HEP A filter
media.

e
e

NOTE

At this point, front of CST is supported by
HEP A cover.

f.

go

f.
g.
h
1.

h.

With one person in outlet plenwn aIMi one in inlet
plenum guiding CST, slide CST toward outlet
plenum until front of tube clears HEP A cover.
If necessary, use screwdriver to pry stuck filter
from back plate.
Raoove filters from housing; then reinstall gas and
HEPA covers.

( 1 ) Rcmove HEP A filters .
(2) Carefully inspect gaskets on each filter.

Carcfu1ly inspect pleats of HEP A media for
any small tears. Replace any HEP A filters
that appear damaged .

(3) If damage cannot be detected, all HEPA
filters should be replaced.

Insta11 gas cover per 4-3.1.4.10.
Insta11 HEPA cover per 4-3.1.4.12.
Insta11 HEP A and gas cover nuts per 4-3 .1.4.13.
Retest per 4-3 . 2 . 2 to ensure leak bas been
corrected. 4-3.3.3 Reinstall CST,

4-3.3 Remove. Reinstan. and Alian Center Suo-
92Ft Tube (CSD- CST removal is occasiooaUy nec-
essary when a filter is stuck to die back of die filter
housing. Removal of the CST allows the filter to be
pried from the back plate using a screwdriver. CST
alignnK2lt ~ <XXX:enbicity of the CST widt the filter
housing. allowing filters to be installed and removed
widtout binding. Aligrunent should be performed after
CST removal or when binding occurs due to suspected
II1i~~ CST removal, installation, and alignment
procedures should be conducted widt die supply fan
de-energized and tagged out.

a

b

c.

d.

InsIUt rear inJsing gasket for damage and replace
as necessary.
With one person in outlet plenwn and one in inlet
plenum guiding CST, slide CST toward inlet
plenum until front of tube passes through lIEP A
cover.
Rotate CST to align with bulkhead hole pattern and
housing gasket.
Reinstal1 bolts through CST back plate, gasket, and
into rear bulkhead. HaOO tighten only.

4-3.3.4 Align CST. CST alignment is accom-
plislm by alternately tightening bolts in CST plate while
observing and maintaining unifonn clearance between
outside of CST and inside ofHEPA cover.

4-3.3.1 Tools. Parts. Materials. Test Eauicment.

9fl6-in. socket, 3/8-in. or Ill-in. drive ratchet, 6-in
extension .

a.

a

4-3.3.2 Remove CST.

ba
b.

c.

Remove filters from housing, if possible.
Reinstall gas and HEP A covers.
Enter outlet plenum and loosen opposite bolts on
housing plate until all are loose.

Locate one person in outlet plenum with socket
wrench for tightening CST and one person in inlet
plenum observing clearance between CST and
HEP A cover.
Alternately tighten bolts at 12, 6, 3, and 9 o'clock
~itions until bolts are snug aIKf observer reports
uniform clearance. Do not over tighten.
Ahemately snug remaining bolts without disturbing
aligrunent obtained in step b. above.

c

4-13/(4-14 blank)
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CHAPTERS
TROUBLESHOOTING

5-1 INTRODUCTION.
5-2 0 R G A N I Z A T ION A L - LEV E L
TROUBLESHOOTING PROCEDURES.This chapter provides troubleshooting procedures to

help ship's crew identify malfunctions that might
occur during operation and/or maintenance of the
Navy Shipboard Collective Protective System (CPS)
chemical, biological, and radiological (CBR) filter
system. Since depot-level maintenance is not
required for the CBR filter system, all
troubleshooting procedures provided in this chapter
are for organizational- and intermediate-level main-
tenance.

Table 5-1 is a trouble analysis chart for the CBR
filter system. Use the chart to identify a problem
aM probable cause, then perform the steps outlined
under remedy to correct the problem.

Table 5-1. Trouble Analysis Chart (0,. Navy CBR Filte,. SyStem

Probable Cause RemedySymptoms

Gas cover installation difficult Gas cover studs bent or broken Replace bent or broken studs per 6-2

HEP A cover studs bent or
broken

Replace bent or broken studs per 6-3High efficiency particulate
arresting(HEP A) cover
i~d~ation difficult

Gas nut installation difficult Threads of nut or stud
cmss-~

Install new gas nut on same stud

If installation of new gas nut is difficult,
~place stud per 6-2, using original nut

I"~l new HEP A n11t on same studHEP A nut installation difficult Threads of nut or stud
cross-threaded

If installation of new HEP A nut is
difficult, replace stud per 6-3, using
original nut

Conect blocked aiIflow per 6-4Differential pressure gauge
needle in red region

Airflow blocked by stored
eQ.uipmeot or fo~i~ material

Prefilter(s) clogged Check prefilters per 6-5

CBR filters clogged Perform CBR filter cbange-out per 4-3.1
- - - --
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Tob/~ 5-1. T1'OIIh/~ Ana/vsis Chart for Navy CBR Filter Svst~m (Contil!Jl~d)

PrOOable Cause RemedySymptoms

Filter removal difficult Filter misaligned or cocked in
housing

Align filter, remove by pulling stJaight
out using filter removal tools

Filter stuck to another filter For housings without center support tube
(CST), break filters loose by tapping
seam with maDet provided in tool kit:,
otherwise, remove stuck filters as one
pi~

Filter stuck to back of housing For housings with CST. correct per 4-3.3

For housings without CST. enter outlet
plenum; insert screwdriver through air
slots to pry filters loose from back plate

Filter installation difficult CST misaligned Co~per4-3.3

Filter housing fails particulate
leak test

Damaged O-ring gasket or
HEPA filter

Inspect installation per 4-3.2.3

5-2
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CHAPTER 6
CORRECTIVE MAINTENANCE

6-1 INTRODUCTION. b
c.

11ris chapter provides procedures for correcting mal-
functions found while troubleshooting d1e chemical,
bioqical arxI radiological (CBR) filter system used with
~ Navy Shipb<:8rd ~ Protection System (CPS).

d

e

f.

Enter inlet plenum.
Remove any stored equipment or foreign material
that blocks airflow from entering filter housing.
Remove any equipment or material from inlet
plenum.
Close and dog inlet plenum door after all personnel
are out .
Perform system cl1eCk per 2-4.6-2 REPLACE GAS COVER STUDS.

6-4.2 Outlet Plenum.Gas cover studs can be replaced at the organizational
level if a stud is bent or broken.

If on, de-energize supply fan.a.

a

b

Tap holes in lip using tap set. Replacement gas
cover nuts and studs are fomid in the Allowance
Parts List (APL).
Rethread any cross-threaded studs with die set.

To prevent personnel injury or fan damage,
do not open the ootlet plenum access while
the supply fan is nmning.

6-3 REPLACE HIGH EFFICIENCY PARTICU-
LATE ARRESTING (HEPA) COVER STUDS.

HEP A cover studs can be replaced at the organizational
level if a stud is bent or broken.

Tap holes in gas cover using tap set. Replacement
HEP A cover nuts and studs are found in the APL.
Rethread any cross-threaded studs with die set.b. Do D<X put filter closure covers on the filter

housings while d1e fan is nmning. Damage
to the fan may result.

6-4 CORRECT BLOCKED AIRFLOW.

Blocked airflow can be corrected at the organizational
level by ranoving any stored equipment or foreign
material from inlet and outlet plenums.

b.

c.

6-4.1 Inlet Plenum. d.

De-energize supply fansa. e.

f.
Ensure all tag-out procedures are in
accordance with current shipboard
instructions .

g.

h

Enter outlet plenum.
Remove any stored equipment or foreign material
that blocks airflow from filter housing.
Ensure filter cbure covers are not installed on filter
bous ins.
Remove filter closure covers if bolted to filter
housing, using 9/16-in. socket and speed wrmch
hanging in outlet plenum. Store covers on rack in
outlet plenum.
R~ bolts ar¥i washers from filter closure covers.
Store in container in outlet plenum.
Remove any stored equipment or foreign material
m.n outlet plenum.
Cm ar¥i q ootJet plenum door after all personnel
are out.
Perform system check per 2-4.

6-1
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6-5 INSPECT PREFILTER.

Prefilters can be removed. inspected, and replaced as
necessary at the organ172tional level. Contaminated
prefilters will be replaced by special mobile teams. One
of two types of prefilters may be used. Bag plus flat
prefilter or cylindrical prefilter may be used on filter
housings with center support tubes (CSTs), Revision C
aIxi earlier, ~ witJKXIt CSTs, Revism D and later. See
parts below for part numbers for housing revisions.

c
d.
c.

as requiring maintenance, remove the prefilter
retainer strip or the two HEP A filter cover nuts
securing the prefilter retainer or clamps; remove
retainer or clamps, then slide prefilters from
housings and stack outside inlet plenum.
Exit inlet plenum and secure access.
Ensure zone pressure is at 2.0 % 0.5 in. wg.
Go back ard observe CBR filter gauge, d1en proceed
as follows:
(1) If CBR filter gauge reading is below red region,

install ~ prefilters (see 6-5.3).
(2) If CBR filter gauge reading is still above red

region, do not install new preflltcrs; aM submit
work request to IMA (see 6-5.4).

6-5.1 Tools. Parts. Materials. Test Eguioment.

Materials
1. Rags, wiping
2. Stepladder

a.

6-5.3 Install New Prefilte[(s}.

NOTE
b

Although CBR filters are required for
proper system operation. prefilters need not
be installed if spares are not readily
available and gauge indicates CBR filter
replacement is necessary. However,
opeI~ widlout prefilters will cause CBR
lIEP A filters to load faster than DOnnal.

Parts
1. Prefilter. flat (NAVSEA Dwg No 6892409-3)

(one per housing).
2. Prefilter, bag (NAVSEA Dwg No 6892410-1

for Revision C and earlier; 6892410-4 for
Revision D and later) (~per housing).

-I. Prefilter, cylindrical (NAVSEA Dwg No
6573317-2 for Revision C and earlier
(NSN 4240-01-348-8785);
6573317-1 for Revision D and later
(NSN 4240-01-426-3277»
(three per housing).

~

a.
b.

c Miscellaneous
1. Bags. plastic. large (000 per prefilter)

6-5.2 Remove Prefilter:(s\.

NOTE

All filter pressure drop readings must be
obtained with zone pressure at 2.0 ~ 0.5

m.wg.

If filters become contaminated by chemical,
biological and radiological (CBR) agents, a
special mobile team will change out
contaminated prefilters and CBR filters.
Shipboard personnel shall not change
contaminated CBR filters or prefilters.

Enter inlet plenum.
For each affected filter housing. install new
prefilters, as follows:
Bag plus flat prefilter:
(1) RoD Oat prefilter into a tight roll, with air-entry

side on inside.
(2) Insert flat prefilter into bag prefilter, letting tight

roll expand and confonn to bag filter.
(3) Insert bag plus flat prefilter into housing with

flat prefilter overlapping section at the bottom.
(4) Us"mg ~ ~ of1he prefilter retainer strip, push

the back edge of the bag prefilter tightly up
against dte back of the housing if needed.

(5) Grasp and roll prefilter retainer strip into tight
circle and place insioo at front edge of bag plus
flat prefilter. Release grasp, allowing strip to
snap snugly against prefilters inside filter sets or
CST.

Cylindrical prefilter
( 1) Install each new prefilter with gasket facing

toward ~ back of~ filter housing. Three new
prefilters are required for each filter housing.

(2) Reinstall prefilter retainer or clamps and HEP A
cover nuts.

Remove any foreign materials from inlet plenum.
Exit inlet plenum and secure access.
Dispose of old prefilters.

c.
d.
e.

With supply fans running, note pressure drop as
indicated by CBR filter differential pressure gauge.
Enter in1et plenum. For each filter housing identifiedb.
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6-6 CHANGE OUT CBR FILTER SYSTEM.6-5.4
ten~ ~ OMAl Use the following procedure
only if the CBR filter gauge reading remains above the
red region with prefilters removed.

CBR filter system dJallge-oot should be performed at the
intentutiate le\/el. to ~ p~ installation cbeclc-out
(filter leak testing). However, during emergencies,
cbar1ge-a1t can be performed at the organi7.a.tionallevel,
followed by intennediate-level CBR filter system leak
tests. RqJIace CBR filters in accordance with paragraph
4-3.1.

a. Enter inlet plenum.
b. Do not install any pretilters.
c. Reinstall prefilter retainer, clamp, or strip.
d Remove any foreign materials from inlet plenum.
e. Exit inlet plenum and secure access.
f. Dispose of old prefilters.
g. R.qJOrt to Work Center Supervisor (WCS) to submit

work I1XItJeSt to IMA to order CBR filters, supervise
filter installatioo. install new prefilters, and leak-test
CBR filter system.

6-3/(~ blank)
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CHAPTER 7
P ARTS LIST

INTRODUCTION.

This chapter identifies and illustrates the parts that
comprise the chemical, biological. and radiological
(CBR) filter system used with the Navy Shipboard
ColIcctive ~ System (CPS). It contains a list of
major components (table 7-1), list of manufacturers
(table 7-2) cross-referenced to die applicable parts
1~~CI1 illustJ'atioo. and a parts list (tables 7-3 and 7-4).
All parts, except attaching parts, have unique functions;
~refore, a list of conunon item descriptions is not pro-
vided. Also, since all attaching parts are identified by
military specification (MS) number on the parts list. a
separate list of attaching parts is not provided.

7 -2 LIST OF MAJOR COMPONENTS.

Table 7-1 lists the major components of the CBR filter
system and the quantity required.

a. Column I, Figure and Index Number: This column
contains the figure and index nwnber of the parts
location illustrations containing the part.

b. Column 2, Description: This column contains the
~ of the part and descriptive data to identify the
part.

c. Column 3, Quantity: This column indicates the
quantity of parts required.

d. Column 4, Original Cage Code: This column con-
tains the original part manufacturer's federal supply
axk: mttification number. Codes are not provided
for cornmon hardware items (screws, washers) that
are available fn:m many~. However, they are
identified in column 7 by MS nwnber.

e. Column 5, Drawing Number: This column lists the
drawing number assigned by the original manufac-
turer of the part.

f. Column 6, Supplier Cage Code: This column con-
tains the suppliers code.

g. Column 7, Part No./NSN: This column contains the
supplier's part number. ~re applicable, National

7.3 LIST OF MANUFACTURERS.

Table 7-2 provides the names, addresses, and codes of
the manufacturers supplying drawings or parts for ~
CBR filter SYstem. as referenced in column 4 or 6 of the
parts lists .

7-4 PARTS LIST.

Tables 7-3 arxI7-41ist aU CBR filter system spaWrepair
parts. (See APL 480190067 for Revision C and earlier,
and APL 489980622 for Revision D and later systems).
Lists are ~ refermced to figure 7-1 for parts used in
Revisioo C arxI earlier systems and to figure 7-2 for parts
used in Revision D and later systems. They contain d1e
following information for each part.

7-1
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7-5 QUANTITIES/HOUSING REVISIONS.Stock Nwnbers (NSNs) or MS numbers are provided for
items available from multiple sources.

Table 7-5 lists quantities of CBR filters and prefilters
along with the housing revision per ship class.

Table 7-3. Paris List, Revision C and Earlier Svstems

Figure
&Indcx

No

Original
Cage
Code

Suppliel"
Cage
Code

Supplia-
Put No. INSNOwg No~ptiml I (pa: ~

Nut. High EfficieIJCY
Particulate Arresting

(HEPA) Cover

8 5311) 6263427 NSN 4520-01-346-09187-1-1

7-1-2 Gasket O-Ring I S3711 6263430- NSN 5330-01-339-0967

53711 6263434 NSN 4510-01-345-89487-1-3 Nut. Gas c~ 16

7-1-4 SbJd, HEP A Cover 8 53711 6263420- NSN S307-O1-339-1017

7-1-5 Oasket,O-Ring I 53711 6263430-2 NSN 5330-01-340-5099

6S73317-2 OLM72 051824
NSN 4240-01-343-8785

7-1-6A Prefilter, Cylindrical 3 S3711

7-1-6B Prefilter. Retainer 1 53711 6573685 NSN 5365-01-345-6001

7-1-7A Prefilta', Bag 1 53711 6892410- OA1N2 PE910011SDC

7-1-7B Prefilter. Flat 1 53711 6892409-3 51536 350143137

S3711 68924087-1-7C Prefilter Retainer Strip 1

3 8J361 PLS-19-6711 NSN 4240-0}-369-6S337-1-8 Filter Set. CBR

MS35307-3637-1-9 Cap Screw on

7-1.10 Washer, Flat 72 MS27183-14

64 MS35338-14J7-1-11, Washer,~

7-1-12 16 53711 62634c2G-2 NSN 5307-01-339-1016SbJd, Gas Cava'

2 53711 6263419 NSN 5330-01-339-40247-1-13 Gasket. Filter Housing
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Table 7-4. Paris List. Revision D and Late,. Systems

~&iIIII
Cage
Code

Figln
&hxIcx

NI)

SuppIi«
Cage
Codc

Qty
(pa' housing)

Supplia'
PirtNo./ NSNDescrip1im DWi.No

7-2-1 Nut. High Efficiency
I Puticulate Arresting

(HEPA) Cover

8 S3111 6263427 NSN 4520-01-346-0918

7-2-2 Gasket O-Ring 53711 6263430-11 NSN 5330-01-339-0967

7-2-3 [Nut. Gas CO'\W 8 53711 6263434 NSN 4510-01-345-8948

53711 6573702-17-2-4 ! s bMl. HEP A Cava 8

7-1--' I Gasket. O-Rins 53711 6263430-2 NSN S330-01-340-S099

7-1-6A I Plefilter. Cylindrical 3 53711 6573317-1 OLM72 051824
NSN 4240.01-426-3277

7-2-6B I~lter. Clamp 53711 65733122

7-~-7A IPrefilter. Bag S371t 6892410-4 OA1N2 PE9101231SDC

7-2-7B Prefilter. Flat 53711 6892409-3 51536 350143137

7..2-7C S3711IPrefilter, Retainer Strip 1 6892408

1-2-8 Filta' Set, CBR 3 81361 PLS-.9-6718 NSN 4240-01-369-6S33

7-1.-9 I Cap Screw 40 MS35307-362

7-1-10 w uher. Lock 40 MS35338-141

7-2-11 I Stud. Gas Co...a- 8 53711 6573702-2

7-1-11 I Gasket, Filter Housing 53711 6263419 NSN 5330-01-339-4024

7~-13 INut. Self-Locking 8 MS 1783O-6C

7-2-14 IWasbel", Flat 8 MS27183-14

7-2-15 Cap Screw. Socket Head 16 MS. 1;99S-64

1-2-16 I Cap Screw 8 MS3S307-363
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Table 7-5. Quantities ofCBR Filters and Prefilters &: Housing Reviston per Ship Class

Qty CBR
Filters for TP

zone

Qty CBR
filters for

LP AC/HP AC

Ship Class and
Hull Number

Housing Rev.
NAVSEA
Dwg No

DL 6263417

Qty Qty
Cylindrical (OR) Bag plus Flat
Prefilters Prefilters

LSD 44-48 Rev C and
Earlier

96 12 96 32

32L~ 49-52 Rev C and
Earlier

102 12 102

Rev C and
Earlier

138 5. 138 46DDG 51-53

8. 138 46DDG 54-71 Rev C and
Earlier

138

Rev D and
Later

138 8. 138 46DDG72-78

35Rev D and
Later

105 6. 105DDG79-

Rev C and
Earlier

162 12 162 54LHD 1-4

63LHD 5-7 Rev D and
Later

189 12 189

Rev C and
Earlier

246 3. 246 82AOE 6-8

6. 82AOE lC Rev D and
Later

246 246

54 18LHA3 Rev C and
Earlier

54

*NOTE: DDG 51 CLASS AND mE AOE 6 CLASS SHIPS USE THE 100 CFM M48 FR, TER
(NSN 4240-01-161-3710) FOR THE LPAC/HPAC.
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APPENDIX
ABBREVIATIONS AND ACRONYMS

Chemical, Biological, and Radiological

Cubic Feet per Minute

Collective Protection System

Center Support Tube

Damage Control

Damage Control Control

Dioctylphthalate

High Efficiency Particulate ArrestingHEPA

Intermediate Maintenance Activity

Inches of Water, Gaugein. wg

Military Specification

Naval Sea Systems CommandNA VSEA -

Naval Surface Warfare Center Dahlgren DivisionNSWCDD

Naval Publications and Forms CenterNPFC
Navy Standard Impingement FilterNSIF

National Stock Number

Naval Ship Weapon Systems Engineering StationNSWSES -

Pressure Control Valve

Planned Maintenance System

Ship Information Book

Total Protection

Work Center Supervisorwcs

A-1/(A-2 blank)




